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TO THE PEOPLE OF THE STATE OF ARKANSAS:

T\e Arkansas Fire Prevention Code ("AFPC" or "Fi¡e Code" or "Code") 2012 edition, which supersedes the 2007 edition, has

been developed to assist in preventiog and controlling fires in and outside of strucnues in the State of A¡kansas. The proper use

of this Code can result in saving lives and propefy though the prevention of fires in our state.

I encourage Arkansas cities and counties to join with the Arkansas State Fire Marshal's OfFrce in our effort to etrforce the AFPC
by adopting the Fire Code as a local o¡dinance. The adoption of the AFPC 2012 edition is important, and it is my hope that every
citizen will use this Code to their fullest adva¡tage in fire prevention.

ORDER

Pursuant to the authority vested in the Director of the Department of Arkansas State Police by Section 6 of AcÍ 254 of 1955
(A.C.A. $$ 12-13-lO5), as amended, I promulgate these rules for the prevention of fire hazards in the State of Arkansas. The
¡ules a¡e seÈ out in detail in Î¡e copy attached hereto.

IT IS TIIEREFORE ORDERED that said rules are to become effective Ja¡uary i, 2014, in complimce with the Administrative
Procedure Act of the Ståte of Arka¡sas (A.C.A. $$25-i5-201 through ç25-15-214), and shall be known as the Arkqnsas Fire
Prev entíon Code, 201 2 edition.

IN WITNESS WHEREOF, I have hereto afhxed my signature as Director of the DeparÍnent of Arkansas State Police this
August 1, 2013.

S4"d*-
Colonel Sta¡ witt

Dtector, Arkansas State Police and
Arkansas State Fire Marshal

20I2 INTERNATIONAL RESIDENTIAL CODE@/ARKANSAS 2012



FOREWORD
The Arkønsas Fire Prevention Code was developed using the nationally a¡d internationally recognized and acceÊrtÊd Intema-
tioral Fire Code, IntemaÍional Buílding Code attd Internqtionøl Residential Code, wilh revisions based on recommendations
from A¡kansas-based subject matter experts.

Tlrere a¡e countless individuals who contributed to tlìe 2012 successful revision of fhe Arkansas Fire Prerent¡on Code. TIÊ fol-
lowing Arkansans unselfishly devoted their time and expertise to serye on the informal A¡ka¡sas Fire Prevention Code Revision
Committee. The State Fire Marshal's Off,rce extends its heartfelt thanks to everyone who participated in the revision process:

Paul Acre, Engineer, Health Facility Services Section, Arkansas Deparhrent of Health

IVa y Bailey, Fort Smith Building Official, Arkansas Chapter of ICC

James Birchfield, Fire Marshal, Bentonville Fhe Department

Jerry Brackett, Architect, Brackett-Kreûìerich & Associates

Andy Branton, Staff Aichitect, State Fire Marshal's Office

Barry Burke, Retired Fire Maxshal, Little Rock Fi¡e Department

John Burton, Heâlth Facility Surveyor, Arkansas Department of Human Services

Steye Cattaneo, Retired Building Official
Sha¡on Coates, Di¡ector, Arkansas Liquehed Pet¡oleum Gas Board

M. Brian Cotten, Executive Di¡ecto¡ Design & Construction, UAMS

Charles Covington, Chief Elechical Inspector, Arkansas Depafment of Labor

Jimmie Deer, Fort Smith Building Department, Arkansas Chapær of ICC

Jim Engstrom, President, H. James Engstrom & Associates Inc, Structulal Engineers Association of Arkansas (SEAoAR)

Steve Ferren, Assistant Executive VP, Arkansas Oil Marketers Association

Dennis Free, Inspector, State Ffue Marshal's Office

Terry Granderson, Assistant Di¡ector, Division of Public School Academic Facilities and Transportation,
Arkansas Department of Education

David Griffin, A¡kansas Department of Human Services, Child Care Licensing Division

J. D. Harper, Executive Director, Arkansas Manufactured Housing Association

Judge Jimmy Hart, Conway County Judge

Robert Higginbottom, Director, Protective Health Codes, Arkansas Department of Health

Joe Hilliard, Engineer, Cromwell Architects Engineers

Ann Hines, Executive Vice President, Arkansas Oil Marketers Association

Travis Hollis, Battalion Chief, Rogers Fire Department

Stephen Johnson, Fire Marshal, Texarkana Ffue Department

Lany Kirchner, President, Kirchner Architecture, PA

Chds Irrton, Guard Tronic, Inc.

Marc Lowery, Fire Chìef, Harrison Fhe Department

David Mcclymont, Retired Building Inspector, City of Little Rock

Julie Mills, Executive Director, Arkansas Home Builde$ Association

Jim Morley, Director Building Department, City of Maumelle

Steve Padgett, Simplex-Grinnell Company

Brit Pakner, Plans Examiner, City of Little Rock

Terry L. Perry, Ækansas Department of Environmental Quality
Bill Roachell, President, Associated Builders and Contractors of Arkansas

L)'nn Robertson, Division of Public School Academic Facilities ard Transportation, Arkansas Department of Education

Emily Rucker, Arkansas Home Builders Association

Dean Simmons, Fire Marshal, North Little Rock Fire Department

Ratha Tracy, Arkansas Department of Human Services, Child Care Licensing Division

Phil Watkins, Code Enforcement Division, City of Searcy

Mark \Vhee1er, Vice President, Arka¡sas Automatic Sprinklers
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Eddie White, Fire Marshal, Mountain Home Fire Department

Doug Williams, Arkansas Depa¡tment of Human Services, Child Care Licensing Division

Kelly Volin, Transportation Program Manager, Arkansas Energy Office

The intent of the Arkqnsqs Fire Preyent¡on Code is to reduce the number of fires in Arkansas a.nd reduce the number of other
haza.rd-related concems.T'lte Arkansas Fire Preyention Cod¿ establishes minimum rules dealing with fire and building safety.

Written communications for the State Ffte Marshal's Office should be directed to:

State Fire Marshal's Office
Department of Arkansas State Police
I State Police Plaza Drive
Litde Rock, AR 72209

The State Fire Marshal's Office can be contacted by telephone at 501-618-8624 (until further notice). The fax number for the

State Fire Marsbal's Offrce is 501-618-8621 (until further notice).

1/)z;.'*-

Capt. Lindsey Williams
State Fire Marshal's Off,rce

Department of Arkansas
State Police

&,"7
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STATE OF ARKANSAS
ARKANSAS FIRE PREVENTION CODE RULES

2012 EDtTtON

DEFINITIONS
These Rules are promulgated by the Director of the Depafment of Arkansas Stâte Police, \rho serves by operation of Ìaw as the
Arkansas State Fire Marshal under the authority granted by Arkansas Act 254 of 1955, codified at A.C.A. gS 12-13-101 to
A.CA. $12-13-116, as amended. The pu4rose of tåese Rules is to aid in the implementation, interpretation and enforcement of
the Atkansas Fire Prevention Code (AFPC), 2012 edition.

The Intemationql Fire Code, 2012 edition, the Intemational Buiding Code, 2012 edition, and the Internøtional Residential
Code,2012 edition, as published by the International Code Council and the rules, as amended and adopted by the Arkansas State
Fire Marshal, shall constitute the Ar¿cwas Fire Preyention Code,2012 edi¡on. T\ese Rules shall be effective January 1, 2014.

The following shall be defined as:

INTERNATIONAL PL{JMBING CODE shall mean the Arkansas State Plurnbing Code.

INTERNATIONAL PRMTE SEWAGE DISPOSAL CODE is replaced by "Arkansas Department of Health Rules Pertaining
to Onsite Wastewater Systems."

INTERNATIONAL MECHANICAL CODE shall mean the A rka nsas State Mechanical Code .

INTERNATIONAI FUEL GAS CODE shall mean the Arkansaß State Gas Code.

INTERNATIONAI ENERGY CONSERVATION CODE shal mearthe Arkqnsas Energy Code.

INTERNATIONAL FIRE CODE shall me alrhe Arkansqs Fire Prettention Code,\o1umel.

INTERNATTONAL BULDING CODE shalt mean theA/,k¿nsas Fire Prevention Code,Yolumen-

INTERNATIONAL RESIDENTIAL CODE shall mean the A rkansas Fire Preyention Code, Volume m.
INTERNATIONAL ELECTRICAL CODE shall mean the A rkansas (Nationøl) Electricql Code.

BUILDING OFFICIAL shall mean any govemmental official having authority to enforce that aspect of the Code.

Dotted lines in the margin indicate Arkansas revisions. :
a

Solid stars in the margin indicate A¡kansas deletions. *
*
*
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Part l-Administrative

PART I-SCOPE AND APPLICATION

. CHAPTER 1

SCOPE AND ADMINISTRATION

of construction or other requirements, the most restrictive

SECTION R101
GENERAL

o R101.1 Title. These provisions shall be known as the Arkfrn'
t sas Fire Preveniion Code, Yo\me ltr, and shall be cited as

! such and will be referred to herein as "this Code."

o R101.2 Sco¡e. The Drovisions ol the Arkansas Fire Preven-

'!, tion Code, üolute tn shall apply to the const¡uction. a/l¿ra-
tion, movement, enlargement, rePlacement, repair,
equipment, use and occupancy, location, removal and demo-
lition of detached one- and two-fâmily dwellings and town-
houses not more than 3 stories above grade pløne in hetght
wiú a separate means of egress and thetr accessory struc-
tures.

Exceptions:

1. Live/work units complying with the requirements of
Section 419 of the Intemøtionøl Buílding Code shall
be permitted to be built as one- and two-farnily
dwellings or lownhouses. Fire suppression required
by Section 419.5 of the Internationøl Bailding Code
when constructed under the Intemational Resíden-
tiãl Code for One- and Two-family Dwellings shall
conform to Section P2904.

2. Owner-occupied lodging houses with five or fewer
guestooms shali be permitted to be constructed in
accorda¡ce with the Intemational Resilentiøl Code

for One- anl Two-family Dwellings when eqtipped
with a fire sprinkler system in accordance with Sec-
tioîP29O4.

R101.3 Intent. The purpose of this code is to establish mini-
mum requirements to safeguard the public safety, health and
general welfare through affordability, structu¡al strength,
means ofegress facilities, stability, sanitation, light and venti-
lation, energy conservation and safety to life arìd proPerty
ftom fire and other haza¡ds attributed to the built environ-
ment and to provide safety to fire frghters and emergency

lesponders 
during emergency oPeratiols,

sEcTloN R102
APPLICABILITY

R102.1 General. Where there is a conflict between a general
requirement and a specific requirement, the specific require-
ment shall be applicable. Where, in any specific case, differ-
ent sections of this code specify different materials, methods

2OI2 INTERNATIONAL NESIDENTIAL CODEO/ARKANSAS 2012

R102.2 Other laws. The provisions of this code shall not be
deemed to nullify any provisions of local, state or federal law.

R102.3 Application of references. References to châpter o¡
section numbers, or to provisions not specifrcally identified
by number, shall be construed to refer to such chapter, section
or provision of this code.

R102.4 Referenced codes and standards. The codes and

sta¡dards referenced in this code shall be considered part of
the requirements of this code to the prescribed extent of each

such reference and as further regulated in Sections R102.4.1 I
and R102.4.2. I

Exception: Where enforcement of a code provision would
violate the conditions of fhe lßting of the equipment o1

appliønce, the conditions of the Dsrizg and ma¡ufacturer's
instructions shall apply.

R102.4.1 Conflicts. Where conflicts occur between provi- I
sions of thii code and referenced codes and standards, the
provisions of this code shall apply.

R102.4.2 Provisions in referenced codes and standards.
lVÏere the extent of the reference to a referenced code or
standard includes subject matter that is within the scope of
this code, the provisions of this code, as applicable, shall
take precedence over the provisions in the referenced code
or standard.

R102.5 Appendices. Provisions in the appendices shall not
apply unless specifically referenced in the adopting ordi-
nance. Appendices A tbrough Q are NOT adoPted by the
State of Arkansas and shall not apply unless adopted by a
local ordinance.

R102.ó Partiâl invalid¡ty. In the event any pa¡t or Fovision
ofthis code is held to be illegal or void, this shall not have the
effect of making void or illegal any of the othet parts or pro-
visioDs.

R102,7 Existing structures. The legal occupancy of any
sÍucture existing oD the date of adoption of this code shall be
pernitted to continue without change, except as is specifi-
cally covered in this code, the Intemotíonal Property Mainte'
nanee eode or the International Fire Code, ot as is deemed
necessary by lhe building fficial lor the general safety a¡d
welfare of the occupants and the public.

R102.7.1 .Additions, alþrations or repairs. Additions,
allerations or Íepails to any structure shall cooform to the
requirements for a new structure witlout requiring the
existing structure to comply with all of the requi-rements of
this code. unless otherwise sfaled. Additions, alterations or

I

I
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SCOPE AND ADMINISTRATION

repats shall not cause an existing structue to become
unsafe or adversely affect the performance of the building.

PART 2_ADMINISTRATION AND ENFORCEMENT

SECTION R103
DEPARTMENT OF BUILDING SAFEÎY

R103.1 Creâtion of enforcement agency. The department of
building safety is hereby created and the official in charge
thereof shall be know as the building fficial.
R103,2 Appoinûnent. The building fficial shall be
appointed by the chief appointing authority oî the jurisdic-
tion.

R103.3 Deputies. In accordance with the prescribed proce-
dures of this jurisdiction and with the concurrence of the
appointing authority, the building fficial shall have the
authority to appoint a deputy building official, the related
technical officers, inspectors, plan examiners and other
employees. Such employees shall have powers as delegated
by the building fficiøI.

SECTION R1O4
DUTIES AND POWERS OF THE BUILDING OFFICIAL

R104,1 Generâ|. 'ï\e building fficial is heteby authorized
ând dfuected to enforce the provisions of thi s code.'[trc build-
ing fficiøl shall have the authority to render interpretations
of this code and to adopt policies and procedures in order to
clarify the application of its p¡ovisions. Such interpretations,
policies and procedures shall be in conformance with the
intent and puq)ose of this code. Such policies and procedures
shall not have the effect of waiving ¡equirements specifically
provided for in this code.

R104.2 Applications and permits. The building officíal
shall receive applications, rcview construction docaments
and issue permits for the erection and alteration of buildings
and structures, inspect the premises for which such permits
have been issued and enforce compliance with the provisions
of this code.

R104.3 Notices and orders. The à¿¿ilding fficiøl shall iss.ue
all necessary notices or orders to ensure compliance with this
code.

R104.4 Inspections. the building fficí"al is authorized to
make all of the required inspections, or the buiØing official
shall have the authority to accept reports of inspection by
approved agencies or individuals. Reports of such inspec-
tions shall be in writing and be certifred by a responsible offi-
cet of srch approved agency or by the responsible individual.
The building offrciol is authorized to engage such expert
opinion as deemed necessa¡y to report upon unusual technical
issues that arise, subject to the apFoval of the appointing
authority.

R104.5 Identifrcation. The building fficial shall caÍy
proper identifrcation when inspecting structures or premises
in the performance of duties under this code.

2

R104.6 Right of entty. Where it is necessary to make an
inspection to enforce the provisions of this code, or where the
buiding fficinl has reasonable cause to believe that there
exists in a structure or upon a premises a condition which is
contrary to or in yiolation of this code which makes the struc-
ture or premises unsafe, dangerous or hazardous,the buílding
official or designee is authorized to enter the struch¡Ie or
premises at reasonable times to inspect or to perform ûte
duties irnposed by this code, provided that if such structure o¡
premises be occupied that c¡edentials be presented to the
occupant and entry requested. If such sÍucture or premises be
unoccupied, the åøllding fficial shallfirst make a teasonable
effort to locate the owner or other person having charge or
control of the structure or premises and request entry. If entry
is refused, the å¿rilding officíøl shallhave recourse to the rem-
edies provided by law to secure entry.

R104.7 Department records. '[he buil.ding fficiøl shall
keep off,rcial records of applications received, permits and
certificates issued, fees collected, reports of inspections, and
notices and orders issued. Such records shall be retained in
the offrcial records for the period required for the retention of
public records.

R104.8 Liability. The buildíne olrtciql, menber of rhe boa¡d
of appeals or employee charged with the enfo¡cement of this
code, while acting fü the jurisdiction n good faith a¡d with-
out malice in the discharge of the duties required by this code
or other pertinent law or ordinance, shall not thereby be ren-
dered liable petsonally and is hereby relieved from personal
liability for any damage accruing to persons or property as a
result of any act or by reason of an act or omission in the dis-
charge of offrcial duties. Any suit instituted against an ofhcer
or employee because of an act performed by that offrcer or
employee in the lawful discharge of duties and under the pro-
visions of this code shall be defended by legal representative
01 the jarisdiction nrrtil the final termination of the proceed-
ings.'fhe buíldfu ofrtciøl or any subordinate shall not be lia-
ble for cost in any action, suit or proceeding that is instituted
in pursuance of the provisions of this code.

R104.9 Approved materials ând €quipment. Materials,
equípment arñ, de\ices approvedby the building fficial shall
be constructed and installed in accordance with such
approval.

R104,9.1 Used mâteriâls and equipment, Used materi-
als, equípment and devices shall not be reused unless
approtted. by the buildíng ffic¡al.

R104.10 Modifications. Wherever there are practical diffi-
culties involved in carrying out the provisions of this code,
Ihe building offtciøl shall have the authority to grant modih-
cations fü individual cases, provided the building official
shall first frnd that special individual reason makes the strict
letter of this code impractical and the modification is in com-
pliance with the intent and pu¡pose of this code and that such
modification does not lessen health, life and fire safety or
structural requiements. The details of action granting modifi-
cations shall be recorded and entered in the files of the
department of building safety.

R104.10.1 Flood hazard aÌ€as. The à¿¿ilüng fficial shall
not glant modifications to any provision related to flood

2012 INTEFNAÍ IONAL RESIDENTIAL CODEÕ/ARKANSAS 2012



hazard areas as established by Table R301.2(i) without
the granting of a variance to such provisions by the board
of appeals.

R104,11 Alternative matedals, design and methods of
construction and equipment The provisions of this code
are not intended to prevent the installation of any material or
to Fohibit any design or method of construction not specifi-
cally prescribed by this code, provided that any such altema-
tive has been øpproved. An alternative material, design or

SCOPE AND ADMINISTRATION

to the top of the wall, unless supporting a sur-
charge.

Water tanks supported directly upon grade if Íhe
capacity does not exceed 5,000 gallons (18 927 L)
and the ratio of height to diameter or width does
not exceed 2 to 1.

Sidewalks and driveways.

Painting, papering, tiling, caçeting, cabinets,
counter tops and simila¡ finish work.

5.

6.

method of constructiot shaTl be approved. where tJ]e

complies with the irtent of the provisions of tltis code, and
that the material, method o¡ work offe¡ed is, for the purpose
intended, at least the equivalent of that prescribed in this
code. Compliance with the specihc performance-based provi-
sions of the International Codes in lieu of specific require-
ments of this code shall also be permitted as an altemate.

R104.11.1 Tesfs. Whenever there is insufficient evidence
of compliance with the provisions of this code, o¡ evi-
dence that a material or method does not conform to the
requfuements of this code, or in order to subslantiate
claims for altemative materials or methods, the building
fficial shall bave the authority to require tests as evidence
of compliance to be made at no expense to the jurisdiction.
Test methods shall be as specifred in this code or by other
recognized test standards. In t}ìe absence of recognized
and accepted test methods, the buílding fficial sball
approve the testing procedures. Tests shall be performed
by at approwd agency. Reports of such tests shall be
retajfÊdby the bailding official for the period required for
retention of public records.

sEcTtoN Rr05
PERMITS

R105.1 Required. Any owner or authorized agent who
intends to construct, enlarge, alter, repafu, move, demolish or
change the occupancy of a building or structure, or to erect,
install, enlarge, alter, repair, remove, convert or replace any
elecÍical, gas, mechanical or plumbing system, the installa-
tion of which is regr¡lated by this code, or to cause any such
work to be done, shall first make application to the building
officìal arLd obt^irL lhe rcquiÚed permit.

R105.2 Work ex€mpt from permit Permíts shall not be
required for the following. Exemption fiom permit requi. e-
ments of tJìis code shall not be deemed to grant authorization
for any work to be done in any manner in violation of the pro-
visions of this code or any other laws or ordinances of this
jurisdiction.

Building:

1. One-story detacbed accessory structures \sed as

tool and storage sheds, playhouses and simila¡
uses, provided the floor a¡ea does not exceed 200

square feet (18.58 m'?).

2. Fences not over 7 feet (2134 mrn) high.

3. Retaining walls that are not over 4 feet (1219 mm)
in height measured from the bottom of the footing
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inches (610 mm) deep.

8. Swings and other playground equipment.

9. Window awnings supported by an exterior wall
which do not project more than 54 inches (1372

nrm) from the exterior wall and do not reqùite
additional support.

10. Decks not exceeding 200 square feet (18.58 m'?) in
area, that are not more than 30 inches (762 fllm)
above grade at any point, are not attached to a

dwelling and do nol sewe the exit door required by
Section R311.4.

Electricâl:

l. Listed cord-atd-p1ug connected temporary decom-
tive lighting.

2. Reinstallation of attachment plug receptacles but not
the oudets therefor.

3. Replacement of b¡anch circuit overcufient devices
of the required capacity in the same location.

4. Electrical wiring, devices, øppliances, âpparatus or
equipment operating at less than 25 volts and not
capable of supplying more Î¡an 50 watts of energy.

5. Minor repair work, including the replacement of
lamps or the conneclion of approwd portable elec-
tÎJlcal equipment to approred penaÛently installed
receptacles.

Gas:

1. Portâble heating, cooking or clothes dryirry applï
qnces.

2. Replacement of any minor part that does not alter
approval of equiprnent or make such equiPment
unsafe.

3. Portable-fuel-cell appliances that are not connected
to a fixed piping system and are not interconnected
to a power grid.

Mechanical:

1 . Portable heatirrg appliances .

2. Portable ventilation appliances.

3. Portable cooling units.

4. Steam, hot- or chilied-water piping within any heat-
ing or coolifrg equipme¡?t regulated by this code.
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5. Replacement of any minor paft that does not alter
approval of equipment or make such equipment
unsafe.

6. Portable evaporative coolers.

7. Self-contained refrigeration systems containing 10
pounds (4.54 kg) or less of refrigerant or that are
actuated by motors of t horsepower (746 W) or less.

8. Portable-fuel-cell appliances lhat arc not connected
to a fixed piping system and are not interconnected
to a power grid.

The stopping of leaks in drains, water, soil, waste or vent
pipe; provided, however, that if any concealed trap, drain-
pipe, waær, soil, waste or vent pipe becomes defective and it
becomes necessary to remove a¡d replace the same with new
materiâI, such work shall be conside¡ed as new work and a
permit sball be obøined and inspection made as provided in
this code.

The clearing of stoppages or the repairing of leaks in pipes,
valves or fixtures, and the removal and reinstallation of water
closets, provided such repairs do not involve or require the
replacement or rearrangement of valves, pipes or frxtures.

R105.2.1 Ernergency repâirs. Where ¿ quipment replace-
ments and repairs must be performed in an emergency sit-
rztioî, the perm¡t application shall be submitted within the
next working business day to the building fficial.
R105.2.2 Repairs, Application or notice to the bailding
official is not required for ordinary repafus to structues,
replacement of lamps or the connection of approved porta-
ble electrical equipment Ío approyed pemanently installed
receptacles. Such repairs shall not include the cutting
away of aly wall, partition or portion thereof, the removal
or cutting of any structual beam or load-bearing support,
or the removal or cha¡ge of any required means of egress,
or reaÍa¡gement of p ts of a structure affecting the
egress requirements; nor shall ordinary repairs include
add¡tian to, alterat¡an of, replacement or relocation of any
water supply, sewer, drainage, drain leader, gas, soil,
waste, vent or similar piping, electric wiring or mechanical
or other \ ork affecting public health or general safety.

R105,2.3 Public s€rvice agencies. A pem¡t sball îot be
required for the installation, alteration or repair of genera-
tion, transmission, distribution, metering or other related
equipment that is vnder the ownership and control of pub-
lic service agencies by established right.

R105,3 Application for p€rmit. To obtain a permit, the
applicant shall first file an application therefor in writing on a
fomr fumished by the department of building safety for that
purpose. Such application shall:

1. Identify and describe the work to be covered by the
permit lor which application is made.

2. Describe the land on which the proposed work is to be
done by legal description, street address or similar
description that will readily identiff aad definitely
locate the p¡oposed bùilding o ork.

3. Indicate the use and occupancy for which the proposed
work is intended.
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4. Be âccompanied by construction documents and other
infonnation as required in Section R106.1.

5. State the valuation of the proposed work.

6. Be signed by the applicant or the applicant's authorized
agent.

7. Giúe such other data and information as required by the
building fficial.

R105,3.1 Action on âpplication. T}lre building fficial
shall examine or cause to be examined applications for
permits and amendments thereto within a reasonable time
after frling. If the application or lhe construction docu-
ments do f,ot conform to the requtements of pertinent
laws, the building fficial shall teject such application in
writing stating the reasons therefor. I1 the building fficial
is satisfied that the proposed work conforms to the require-
ments of this code and laws and ordinances applicable
lhercto, the buiding ofici¿l shall issue a permit thercfol as
soon as Practicable.

R105.3.1.1 Determination of substantially improved
or substantially damaged existing buildings in flood
hazard areas. For applications for reconstruction,
rehabilitation, addition or other improvement of exist-
ing buildings or structures located in a flood hazard
area as established by Table R301.2(1), the building
ofr.cial shall exe.¡ni'J,e or cause to be examinedlhe con-
struction documents and shall prepare a finding with
regard to the value of the proposed work. For buildings
that have sustained damage of any odgin, the value of
the proposed work shall include the cost to repair the
building or structure to its predamaged condition. If the
bailding fficial finds that the value of proposed work
equals or exceeds 50 percent of the market value of the
building or structure before the damage has occurred or
the improvement is started, the finding shall be pro-
vided to the board of appeals for a determination of
substantial improvement or substantial damage. Appli-
cations detemined by the board of appeals to constitute
substantial improvement or substantial damage shall
require all existing portions of the entire building or
structure to meet the requirements of Section R322.

R105,3.2 Tim€ limitation of application. An application
lot a permit for any proposed work shall be deemed to
have been abandoned 180 days after the date of filing
unless such application has been pursued in good faith or a
penzil has been issued; except that the åuilding o{ficial is
authorized to grant one or more extensions of time for
additional periods not exceeding 180 days each. The
extension shall be requested in writing and justifiable
cause demonsÍated.

R105.4 Yalidity of permit. The issuance or granting of a
permit shall not be construed to be a peünit for, or an
approval o1, any violation of any of the provisions of this
code or of any other ordinance of the jurisdíctbn. PeÍrits
presumitrg to give authority to violate or cancel the provi-
sions of this code or other ordina¡ces of the jurisdíction shall
not be valid. The issuance of a permit based on construction
documenÍs and other data shall not prevent the building ffi-
cløl ftom requiring the cor¡ection of errors in the construction
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documents alrrd otlner data.'|he bail.díng fficiøl is also autho-
rized to prevent occupancy or use of a structue where in vio-
lation of this code or of any other ordinances of this
jurisdiction-

R105,5 Expiration. Every pennít issued shall become
invalid unless the work authorized by such perøir is com-
menced within 180 days after its issuance, or if the wo¡k
authorized by utch permit is suspended or abandoned for a

period of 180 days after the time the work is coÍmenced. The
building official is authorized to grant, in writing. one or

SCOPE AND ADMINISTRATION

building official, all braced wall lines, shall be identified
oî tl¡¡e construction documents and all pertinent informa-
tion including, but not limited to, bracing methods, loca-
tion and length of braced wall panels, foundation
requirements of braced wall panels at top and bonom shall
be provided.

R10ó.1.2 Manufacturer's instållation instructions.
Manufacturer's installation instructions, as required by
this code, shall be available on the job site at the time of
inspection.

eâch. The extension shall be requested in writing and justift-
able cause demonsÍated.

R105.6 Suspension or Ìevocåtion. T\e builling fficial is
authorized to suspend or revoke a permit issued under the
provisions of this code wherever the permit is issued iD erIor
or on the basis of inco[ect, ilaccutate or incomplete informa-
tion, or i¡r violation of any ordinance or regulation or any of
the provisions of this code.

R105.7 Flacement of permit. TIrc bú1ding pern¿t or copy
thereof shall be kept on the site of t¡e work until the comple-
tion of the project.

R105.8 Responsibili8. It shall be the duty of every person

who performs work for the installation or repair of building,
structue, electrical, gas, mechanical or plumbing systems,

for which this code is applicâble, to comply with this code.

R105.9 Preliminary inspection. Before issting a permit, the
building fficial is authorized to examine or cause to be
examined buildings, structures and sites for which an applica-
tion has been frled.

sEcTloN R106
CONSTRUCTION DOCUMENTS

R106.1 Subnittal documents. Submittal documents consist-
ing of construction documents, and other data shall be sub-
mitted in two or more sets with each applicatio[ for a perm¡t.

T\e construct¡on documents shallbe prepared by a registered
design professional where required by the stah¡tes of the
jurisd¡ction in which the project is to be constructed. Where
special conditions er;tst, the building official is athoized to
require additional co nstructíon documenfs to be prepaled by a
rcgisteted dcsi gn profe ssional.

Exception: The büi lding fficíal is authorized to waive the
submission of construction documents and othel data not
required to be prepared by a registered de sign professionøl
if it is found that the nature of the work applied for is such
that reviewing of canstruction documentt is not necessary

to obtain compliance with this code.

R106.1.1 Information on construction documents. Con-
itiir:t¡oi àòri.eiü sñaii ue drãwn upón suitãble mãtèrial.
Electlonic media documents are permitted to be submitted
wlten approtedby ûte building fficial. Construction doc-
uments shall be of sufficient clarity to indicate the loca-
tion, nature and extent of the work proposed and show in
detail that it will conform to the provisions of this code

and relevant laws, ordinances, rules and regulations, as

determined by the åail.ding fficial. Where required by the
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areas. For buildings and structures located in whole or in
part in flood hazard areas as established by Table
R3Ûl.z(l), c o n s t r u c t¡ o n do cum ent s shall irLcllrlde:

1. Delineation of flood hazard areas, floodway bound-
aries and flood zones and the design flood elevation,
as appropriate:

2. The elevation of the proposed lowest floor, includ-
ir.g basement; in a¡eas of shallow flooding (AO
Zones), the height of the proposed lowest floor,
incl]¡LdirLg bøsemenr, above the highest adjacent
grade;

3. The elevation of the bottom of the lowest horizontal
structural member in coastal high hazard areas (V
Zotrc); and

4. If design flood elevations are not included on the

cornmunity's Flood Insurance Rate Map (FIRM),
tl¡le building official a1Jld the applicant shall obtain
ald reasonably utilize any design flood elevation
and floodway data available ftom other sources.

R106,2 Site plan or plot plân. The constructíon documents
submitted with the application for permit shall be accompa-
nied by a site plan showing the size and location of new con-
struction and existing structues on the site and distances
ftom lot línes.In the case of demolition, the site plan shall
show construction to be demolished and the location and size

of existing struchres and construction that are to rernain on
the site or plot. The baílding fficiøl is atthorized to waive or
modify the requirement for a site plân when the application
for permit is for alteration or repai¡ or when otherwise war-
ra¡ted.

R106.3 Examination of documents. 'f\e buil.ding fficial
shall examine or cause to be examined constract¡on doca-
ments for code compliance.

R106.3.1 Approval of construct¡on documents. When
tJoe building fficial issues a permit, the consffuction docu-
ments sl'nll be approved it writing or by a stamP which
states "REVIEWED FOR CODE COMPLIANCE." One
set of construction documents so reviewed shall be

retained by fhe building offi.ciø|. the other set shall be

retumed to the applicant, shall be kept at the site of work
and shall be open to inspection by the building officiql or
his o¡ he¡ authorized representative,

R10ó.3.2 Previous approvals. This code shall not require
changes in lhe constructioru document\ construction or
designated occupancy of a struchÍe for which a lawful
permit has been heretofo¡e issued or otherwise lawfully
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' authorized, and the construction of which has been pur-
sued in good faith within 180 days after the effective date
of this code and has not been abandoned.

R106.3.3 Phased approvàl.'l\e bu¡l¿¡ng fficiøl is autho-
rized to issue a permit lot the construction of foundations
or any other part of â building or structure befo¡e the co¿-
sttuction docurnents for the whole building or struchrre
have been submitted, provided that adequate information
and detailed statements have been filed compþing with
pertinent requirements of this code. The holder of such
permít fot the foundation or other parts of a building or
structure shall proceed at the holder's own risk with the
building operation and without assuance that a permit for
the entire struchre will be ganted.

R106.4 Amended construction dos¡ments. Work shall be
installed in accordance wrfh the approted construction docu-
ments, arj.d arLy chalges made during construction that are not
in compliance with fhe approved construct¡on documents
shall be resubmitted for approval as an amended seI 01 con-
struction documents .

R106.5 Retention of construction documents. One set of
approved constnrction documents shall be retained by the
buiding offrcial for a period of not less than 180 days from
date of completion of the permitted work, or as required by
state or local laws.

sEcTtoN R107
TEMPORARY STRUCTURES AND USES

Rl07.l General. Th e buildíng fficiat isauthorized to issue a
permit for temporary structures and temporary uses. Such
permits shall be lirnited as to time of service, but shall not be
permitted for more than 180 days. The building official is
authorized to grant extensions for demonstrated cause.

R107.2 Conformance. Temporary structures and uses shall
conform to the stIuctu¡a1 shengtå, file safety, means of
egress, light, ventilation and sanitary requirements of this
code as necessary to ensure the public health, safety and gen-
eral welfare.

R107.3 Temporary power. The building fficial is autho-
rized to give permission to temporarily supply and use power
in part of an electric installation before such installation has
been fully completed and the frnal certificate of completion
has been issued. The part covered by the temporary ceftificate
shall comply with the requirements speciñed for temporary
lighting, heat or power in NFPA 70.

R107.4 Te¡mination of approval. Tbe building fficial is
authorized to terminate s\ch permit fot a temporary structure
or use and to o¡der the temporary structute or use to be dis-
continued.

sEcTtoN RI08
FEES

R108,1 Payment o1fiees. A petmit shaTl not be valid until the
fees prescribed by law have been paid. No¡ shall an amend-
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melr.Ì to a permit be released until the additional fee, if any,
has been paid.

R10E.2 Schedule of permit fees. On buildings, structures,
electrical, gas, mechanical and plumbing syslems ot altera-
tions req]Jiflng a permit, afee ftr each perlnit shallbe paid as
required, in accordance with the schedule as established by
the applicable goveming authority.

R108.3 Building permit valuations. B\llditrg permit valta-
tion shall include total value of the work lor which a permit is
being issued, such as electrical, gas, mechanical, plumbing
eqùipment and other permanent systems, including materials
and labor.

R108,4 Related fees. The payment of the fee for the con-
struction, alteration, removal or demolition for work done in
connection vr'ith or concurrently with the work authorized by
abuilding permit shall not relieve the applicant or holder of
the pennit from the payment of other fees that are prescribed
by law.

R108.5 Refunds, The building fficiøl is authorized to estab-
lish a refund policy.

R108.6 Work commencing before permit issuance. Any
person who commences work requiring a permit on zbttld-
ing, structure, electrical, gas, mechanical or plumbing system
before obtaining the necessary permits shall be subject to a
fee established by the applicable goveming authoriry that
shall be in addition to the requiredperzit fees.

SECTION R109
INSPECTIONS

R109.1 Types of inspections. For onsite construction, from
time to time the building official, .opon notification ftom the
permit holder or his agent, shall make or cause to be made
any necessary inspections and shall either approve that por-
tion of the consFuction as completed or shall notily the per-
mit holde{ or his or her agent wherein the same fails to
comply with this code.

R109,1.1 Foundation inspection. Inspection of the foun-
dation shall be made after poles or piers are set or tenches
ot basement areas a¡e excavated and any required forms
erected and any required reinforcing steel is in place and
supported prior to the placing of concrete. The foundation
inspection shall include excavations for thickened slabs
intended for the support of bearing walls, partitions, struc-
hual supports, or equípment ar¡d special requirements for
wood foundations.

R109,1.2 Plurnbing, mechanical, gas and electrical sys-
tems insp€ction. Rough inspection ofplumbing, mechani-
cal, gas and electrical systems shall be made prior to
covering or concealment, before fixtures or appliønces arc
set or installed, and prior to framing inspection.

Exception: Backfilling of ground-source heat pump
loop systems tested in accordance with Section
M2105.1 prior to inspection shall be permitted.

R109.1,3 Floodplain inspections. For construction in
flood hazard afeas as established by Table R301.2(1),
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R109.1.4 Frame and masonry inspection. Inspection of Exceptions:
ftaming and masonry construction shall be made afte¡ the 1. Certificates of occupancy are not required for work
roof, masonry, all framing, fuestopping, draftstopping and exemDt fiom Dermiti under Section R105.2.
bracing are in place and after the plumbing, mechanical
and elãcdcadughjnspectiñnc âre;/,pr¿u"; 2. Accessory buildings or structures.

upon placement of the lo$,est floor, including basement,

and prior to further veÍical construction, Íhe building ffi-
cicl shall require submission of documentation, prepared
and sealed by a registercd des¡gn professional, of the ele-
vation of the lowest floor, including åa sement, rcqtired tn
Section R322.

R109.1.5 Other inspectións. In addition to the called
inspections above, the building fficial may make or
require any other inspections to ascertain compliance with
this code and oûrer laws enforced by the building fficial-

R109.1.5.1 Fire-resistânce-rated construction
inspection. Where f[e-resistance-rated construction is
required between dwelling units or due to location on
property, the buílding oficíal shall require an inspec-
tion of such construction after all lathing and./or wall-
board is in place, but before any plaster is applied, or
before wallboard joints and fasteners a¡e taped a¡d fin-
ished.

R109.1.6 Final inspection. Final inspection shall be made
after the permitted work is complete and prior to occu-
pancy.

¡ R109.1.6.I Elevation documentâlion. lf located in a

I noo¿ hazard area. the documentation of elevations

I required i¡ Section R322.1 . l0 shall be submitted to the

| øuiuing ofrcral prior to the final inspection.

R109.2 Inspection agencies. The building official is auTho-
rized to accept rcports of approved agencies, proyided such
agencies satisry the reqùirements as to qualifications and reli-
ability.

R109,3 Inspection requests, It shall be the ùtty ol the permit
holde¡ or thei¡ agent to notify the building offtcial tbat sttch
work is ready for inspection. It shall be the duty of the person
requesting any inspections required by this code to provide
access to and means for inspection of such work.

R109.4 Approval required. Work shall not be done beyond
the point indicated in each successive inspection without first
obtaining the approval of the buildin{ drtciøL. The building
fficial upon notification, shall make the requested inspec-
tions and shall either indicate the portion of the construction
thât is satisfactory as completed, or shall notify lhe permit
holder or ân agent of the permitltoldet wherein the same fails
to comply with this code. Any portions that do not comply
shall be conected and such portion shall not be covered or
concealed until authorizedby the building ffiial.

sEcTroN Rl10
CERTIFICATE OF OCCUPANCY

R110.1 Use and occupancy. No building or structure shall
be used or occupied, and no change in the existing occupancy
classiflcation of a building or structure or portion tlereof
shall be made ünttl the buiø¡ng official has issued a certifr-
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cate of occupancy therefor as provided herein. Issuance of a
certificate of occupancy shall not be construed as an approval
of a violation of the provisions of this code or of other ordi-
nances of the jurisdictíon. Certificates plesùming to give
authority to violate or cancel the provisions of this code or
otlrer ordina¡ces of the jurßdiction shall not be valid.

R110.2 Change in use. Changes in the character or use of an
existing structue shall not be made except as specified in
Sections 3408 and 3 409 of the Inlernøtianal Building Code .

R110.3 Certificate issued. After the building fficial
inspects the building or structure and finds no violations of
the provisions of this code or other laws that are enforced by
the deparÍnent of building safety, the building fficial shall
issue a certificate of occupancy which shall contain the fol-
lowing:

1 . 'ï\e building permif number.

2. The address of the structure.

3. The name and address of the ownet.

4. A description of that portion of the structure for which
the certificate is issued.

5. A statement that the described portion of the structure
has been inspected for compliance with the require-
ments of this code.

6. The name of the building fficiø\.
7. The edition of the code under which lhe permit was

issued.

8. If an automatic sprinkler system is provided and
whether the sprinkler system is requircd.

9. Any special stipulations and conditions of the buildirg
permit,

R110.4 Temporary occupâncy. 'fhe buil.ding fficial is
authorized to issue â temporary certificate of occupancy
before the completion of the entire work covered by the per-
m it, provided that such portion or portions shall be occupied
safely. The building fficial shall set a time period during
which the temporary certificate of occupancy is valid.

R110.5 Revocation. T\e building fficiøl shall, in writing,
suspend or revoke a certificate of occupaacy issued under the
provisions of this code wherever the certificate is issued in
error, or on the basis of incorrect information supplied, or
where it is determined that the building or structure or portion
thereof.is in violation of any ordinance or regulation or any of
the provisions of this code.

sEcTloN R111
SERVICE UTILITIES

R111.1 Connection of service utilities. No person shall
make connections from a utility, source of energy, f,rel or
power to any building or system that is regulated by this code
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for which a pemit is required, until approvedby ¡he bu¡A¡ng
fficíal.
R111.2 Temporary connection. '[he building official shall
have the authority to authorize and approve the tempo¡a¡:y
connection of the building or system to the utility, source of
energy, fuel or power.

R111.3 Authority to disconnect service utilities. The åøild-
ing fficial shalThave the authority to authorize disconnection
of utility service to the building, structure or system regulated
by this code and the referenced codes and standards set forth
in Section R102.4 in case of emergency where necessa-ry to
elimioate an immediate hazard fo life or property or when
such utility comection has been made without the approval
required by Section Rl11.1 or R111.2. T\e building fficiøl
shall noti! the serving utility and whenever possible the
owner and occupant of the building, structure or service sys-
tem of the decision to disconnect prior to taking such action if
not notif,red prior to disconnection. The owner or occupant of
the building, structure or service system shall be notihed in
writing as soon as practical thereafter.

SECTION Rl12
BOARD OF APPEALS

R112.1 General. In order to hear and decide appeals of
orde¡s, decisions or determinations made by he building ffi-
ciøl relative to the application and interpretation of this code,
there shall be and is hereby created a boa.rd of appeals. The
building fficiøl shall be an ex ofhcio member of said board
but shall have no vote on any matter before the board. The
board of appeals shall be appointed by the goveming body
and shall hold office at its pleasure. The board shall adopt
rules of procedure for conducting its business, and shall ren-
der all decisions and findings in writing to the appellant with
a duplicate copy to the building fficial.
R112.2 Limitations on authority. An application for appeal
shall be based on a claim that the true intent of this code or
the rules legally adopted thereunder have been incorrectly
interpreted, the provisions of this code do not fuliy apply, or
an equally good or better form of construction is proposed.
The boa¡d shall have no authority to waive reqüirements of
this code.

R112.2.1 Determination of substantial irnprovement in
flood hazard areas. Delete in its entircty.

R112.2.2 Cntnna for issuance of a variance for flood
hâzard areas. Delete in its entirety.

R112.3 Qualilications. The board of appeals shall consist of
members who are qualified by experience and training to pass
on matters pefaining to building construction and are not
employees of the ja risdiction.

R112.4 Administration, The building fficial shall take
immediate action in accordance with the decision of the
board.

sEcTroN Rl13
VIOLATIONS

R113.1 Unlanful acts. It shall be unlawful for any person,
firm or corporation to erect, construct, âlter, extend, repair,
move, remove, demolish or occupy any building, structure or
equ¡pment regtJlialÊd by this code, or cause same to be done,
in conflict with or in violation of any of the provisions of this
code.

R113,2 Notice of violâtion. T\e building olrtciøl is aúho-
rized to se¡ve a notice of violation or order on the person
responsible for the erection, construction, alteration, exten-
sion, repafu, moving, removal, demolition or occupancy of a
building or struchrre in violation of the provisions of this
code, or in violation of a detail stal.f,ment or a. plaî approyed
thereunder, or in violation o1 a pennit or certificate issued
under the provisions of this code. Such o¡der shall direct the
discontinuance of the illegal action or condition and the
abatement of the violation.

R113.3 Prosecution of v¡olation. If the notice of violation is
not complied with in the time prescribed by such notice, the
building fficial is authorized to request the legal counsel of
the jurisdiaion to institute the appropriate proceeding at law
or in equity to reshah, correct or abate such violation, or to
require the removal or temrination of the unlarvful occupancy
of the building or structure in violation of the provisions of
this code or of the order or direction made pursuant thereto.

R113.4 Yiolation penalties. Any person who violates a pro-
vision of this code or fails to comply with any of the require-
ments thereof or who erects, constructs, alters or repairs a
building or struchüe in violation of the approved construc-
t¡on docwnents or directive of the bu¡ld¡ng ofrtcial, or o1 a
pennit or cefüficafe issued under the provisions of this code,
shall be subject to penalties as prescribed by law.

SECTION R114
STOP WORK ORDER

R114.1 Notice to owner. Upon notice from the building ffi-
cial that work on any building or stmctu¡e is being prose-
cuted contlary to the provisions of this code or in an unsafe
and daûgeroùs manner, such work shall be immediately
stopped. The stop work order shall be in writing and shall be
given to the owner of the property involved, or to üre owner's
agent or to the pe$on doing the work and shall state the con-
ditions under which work \üill be permitted to resume.

R114.2 Unlawfi¡I continuance. Any person who shall con-
tinue any work in or about the sfucture after having been
served with a stop work order, except such rvork as that per-
son is directed to perform to remove a violation or unsafe
condition, shall be subject to penalties as prescribed by law.

TeJ.t cont¡nues on page I l.
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of bracing required by Table Ró02.10.3(1) is
increased by muhiplying by a factor of 1.10 and tlte
length of bracing requi¡ed by Table R602.10.3(3) is

BUILOING PLANNING

TABLE R3Of,5
MINIMUM UNIFORMLY DISTRIBUTED LIVE LOADS

(¡n pounds per square foot)
lengln ol Dracrng requlreo Dy I aDre Kouz.ru.J(J, rs

increased by multiplying by a factor of 1.20. rüall
studs are still subject to tJle requirements of this sec-
tion.

2. Fo¡ steel wall framing, a stud height of 10 feet (3048

mm), plus a height of floor ftaming not to exceed 16
inches (406 mm).

3. For masoffy walls, a maximum bearing wall clear

usE LIVE LOAD

I
I

Uninlabitable attics without storageo 10

Jnin.habitable attics wil.h limited storageo F 20

:Iabitable attics and attics served with fixed stai¡s 30

lalconies (exte¡ior) and decks' 40

.l¡e escapes 40

fua¡drails and hand¡ailsd 200h

ing not to exceed 16 inches (406 mm).

Exception: Ar additional 8 feet (2438 mm) is per-
mitted for gable end walls.

For insulating concrete form walls, the maximum bear-
ing wall height per rtory as permitted by Section R611

4.

lua¡drail in-fill c 5U'

)assenger vehicle garagesu 50"

looûrs othe¡ than sleeping room 40

ileeping rooms 30

ìfåirs 40"

of floor fiaming not to exceed 16

5. For structural insulated panel (SIP) walls, the maxi-
mum bearing wall height per story as permitted by Sec-
tion R613 tables shalì not exceed 10 feet (3048 mm)
plus a height of floor framing not to exceed 16 inches
(406 mm).

Individual walls or walls studs shall be permitted to
exceed these limits as permitted by Chapter 6 provisions, pro-
vided story heights are not exceeded. Floor framing height
shall be permitted to exceed these limits proyided the ,rtory
height does not exceed 11 feet 7 inches (3531 mm). Ar engi-
neered design shall be provided for the wall or wall framing
members when they exceed the limits of Chapter 6. Where
the story he¡ght lirfits of this section a¡e exceeded, the design
of the building, or the noncompliant portions thereof, to resist
wind and seismic loads shall be in accordatrce with the Inter-
nationøl Building C o de.

R301.4 Dead load. The actual weights of materials and con-
struction shall be used for determining dead load with consid-
eration for the dead load of fixed service equipment.

R301.5 Live load. The minimum uniformly distributed live
load shall be as provided in Table R301.5.

R301.6 Roof load. The roof shall be designed for the live
load indicated in Table R301.6 or the snow load indicated in
Table R301.2(1), whichever is greater.

TABLE B3OI.6
MINIMUM ROOF LIVE LOADS IN POUNDS-FORCE PER SOUARE

FOOT OF HORIZONTAL PROJECTION

ROOF SLOPE

ÎRISUTARY LOADED ABEA IN
SOUARE FEET FOR ANY
STRUCTURAL MEMBER

0 to 200 201 to 600 Over 600

llat or dse less thaû 4 inches per
bot (l:3) 20 16 t2

ùse 4 iriches per foot (l:3) to
ess than 12 irches per foot ( I : I )

l6 t4 12

lise 12 inches per foot (1:1)
uld greater

l2 l2 tz

For SI: I square foot = 0.0929 m'?, 1 pound per square foot = 0.M79 k?4,
l inch per foot = 83.3 mÍ/m.
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Fo¡ Sl 1 pound per squarc foot = O.M?9 kPa, 1 squa¡e inch = 645 mrn2,

1 pound = 4.45 N.
a. Elevated garage flooß shall be capable of supporting a 2,000-pound load

applied over a 2O-square-i¡ch a¡ea.

b. Uninhabitâble attics v,/ithout storage are those where fhe mâximum cle¿¡

height between joists aûd rafte¡s is less than 42 inches, or whe¡e the¡e ate

not ¡¡/o or more adjacent t¡usses with web confrgùrations capable of
accommodahng an assumed rcclangle 42 inches high by 24 inches in
width, o¡ g¡eÂter, within ihe plane of the trusses. This live load need not be
assumed to act concur¡endy with any other live load rcquirements.

c. Individual stair treads shall be designed for the ì¡nifoínly disl¡ibuted live
load or a 300-pound concentrated load acting over an â¡ea of 4 squarc

inches, whichever produces the greater stresses.

d. A siîgle concent¡âted loâd applied in arly direction at any point along the

top.
e. See Section R502.2.2 for decks altâched to exterior walls.

I Guâ¡d in-fill components (all those except the handrail), baluste¡s and
panel fillers shall be designed to withstand a ho¡izontally applied normal
load of 50 pounds on an area eqì.¡al to 1 squa¡e foot. This load need not be

assumed to act concurrently with any othe¡ live load requirement.
g. Uninhabitable attics ìpith limited sto¡age a¡e those where the maximum

clea¡ height between joists and ¡afte¡s is 42 inches or greater, or where
there are two o¡ more adjacent trusses with web configurations capable of
accommodating an assìlmed rectangle 42 inches in height by 24 inches ifl
width, or greater, within the plare of the trusses.

The live load need only be applied to those portions of the joists or Fuss

bottom chords where all of the follov/ing conditions are met:

I . The attic a¡ea is accessible íiom an opening not less than 20 inches in
width by 30 inches in length that is located where the cleâr height in
the attic is a minimum of 30 inches.

2. The slopes of the joists or truss bottom cho¡ds are no g¡eate¡ thån 2

irìches ve¡tical to 12 units horizontal.

3. Requi¡ed insulation depth is less than thejoist or truss bottom chotd
member depth.

The remaining pofions of the joistr or tn¡ss bottom cho¡ds shall be

designed for a unifonnly dist¡ibuted concu¡rent live load of not less than
rclù,rfe.

h. Glazing used i¡ hand¡ail assemblies ard gua¡ds shall be designed with a

safety facto¡ of 4. The safery factor shall be applied to each of the

concentrated loa¿!¡ applied to the top of the Éil, ând to the load on the in-
fill components. These loa¿ls shall be determined independeût of one

another, and loads a¡e assumed not to occur wit¡ âny other lile load,

R301,7 Deflection. The allowable deflection of any struc-
tüal member under the live load listed in Sections R301.5
and R301.6 or wind loads determined by Section R301.2.1
shall not exceed the values in Table R301.7.

rng wall herght per
tables plus a heighl
inches (406 mn).

I



STRUCTURAL MEMBER
DEFLECTION

tatters having slopes $eater than 3:12 with no
inished ceilins attached to rafters ui80

loterior walls and pa¡titions Hn80
r-loors/ceilings with plaster o¡ stucco finish u l6tJ
q.ll other shuchllal membe¡s u240
lxterior u,alls-wiûd loads'with plaster or
ìtucco finish

Ht360

lxterior walls with other b¡ittle finishes Ht240
ìüâllswith flexible Htlm'

Lintels suDDoltins maso¡¡v venee¡ walls' u600

BUILDING PLANNING

TABLE R301.7
ALLOWABLE DEFLECTION OF STRUCTURAL MEMBERSb,'

For SI: 1 foot = 304.8 mm
N/A = Not Applicable.
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installed in accordance with Section P2904 shall comply I I
with Table R302.1(2). I

Exceptions:

Note: ¿ = span length, ¡1 = span height.
a. The wind load shall be pe¡mitted to be tâken as 0.7 times the Component

and Claddiûg loads fo¡ the purpose of the dete¡mi¡ing deflection limits
herein.

b For cùìtilever members, ¿ shâ1l be taken as twice lhe length of the
cantilever,

c. For âluminum stsuctùal úembers or parels used in roofs o¡ walls of
sunroom additions o¡ patio covers, not suppo¡ting edge of glåss or
sandwich panels, the total load de{lection shall not exceed ø60. For
continuous âluminum súuctùral members suppofing edge of glass, the
totål load defle¡tion shall not exceed l/175 fo¡ each glass lite o¡ 1,/60 for
the enti¡e length of tie member, whichever is more stsingent. For
sandwich pall€ls used in ¡oofs or walls of sun¡oom additions o¡ patio
cove¡s, the total load deflection shall not exceed t120.

d. Deflection fo¡ exte¡ior walls with interior gypsum board finish shall be
limited to ar âIlowable deflection of¡l180.

e. Refer to Section R703.7.2.

R301,8 Nominal sizes. For the purposes of this code, where
dimensions of lumber are specified, they shall be deemed to
be nominal dimensions unless specifically designated as

actual dimensions.

SECTION R3O2
FIRE-RESISTANT CONSTRUCTION

R302.1 Exterior walls, ConsÍuction. projections, openings
and penetmtions of exterior wqlls of dwellings and. accessory
buildings shall comply with Table R302.1(1); or dwellings
equþed tbroughout with an qutomqtic spr¡nkler system

1. Walls, projections, openings or penetrations in walls
perpendicular to the line used to deterrnine the.¡1re
seporat¡on d¡stance .

2. Walls of dwellings aîd accessory structures locafed,
on the same lol.

3. Detached tool sheds and storage sheds, playhouses
and simil structures exempted from perrnits are
not required to provide wall protection based on
location on the /ot. Projections beyond the exterior
wall shall not extend over the lot line.

4. Detached garages accessory to a dwelling located
within 2 feet (610 mm) of a lnt line are permitted to
have roof eave projections not exceeding 4 inches
(102 mm).

5. Foundation vents installed in compliance with this
code are permit¡ed.

R302.2 Townhouses. Each townhouse shall be considered a
sepante building a¡rd shall be separated by fire-resistance-
rated wall assemblies meeting the requirements of Section
R302.1 for exterior walls.

Exception: A common 2-hoü fire-resistance-rated wall
assembly tested in acco¡dance with ASTM E il9 or UL
263 is permitted for townhouses if such walls do not con-
tain plumbing or mechanical equipment, ducts or vents ir
the cavity of the coÍmon wall. The wall shall be rated for
f,ue exposure from both sides and shall extend to and be
tight against exterior walls and the underside of the roof
sheathing. Elect¡icâl installations shall be installed in
accordance with Chapters 34 through 43. Penetrations of
electrical outlet boxes shall be in accordance with Section
R302.4.

R302.2.1 Continuity. The fire-resistance-rated wall or
assembly separating townhouses shall be continuous from
the foundation to the underside of the roof sheathing, deck
or slab. The fue-resistance rating shall extend tie full
length of the wall or assembly, including wall extensions

a
a
(

TABLE R302.r(r)
EXTERIOR WALLS

EXTEBIOR WALL ELEMENT MINIMUM
FIRE-RESISTANCE RATING

MINIMUM FIRE
SEPARAÎION ÐISTANCE

Walls
Fi¡e-resi stance rated I hour-tested in accordaûce wilh ASTM E 119

or UL 263 with exposure from both sides
< 5 feet

Not fue-¡esistance rated 0 hou¡s > 5 feet

Projections
Fire-resistance rated I hou¡ on the unde¡side >2feetto<5feel

Not fue-¡esistârce lated 0 hours > 5 feet

Openings in walls

Not allowed N/A < 3 feet

2570 maximum of wall area 0 hours 3 feet

Unlimited 0 hours 5 feet

Penetrations AI Comply with Section R302.4 5 fe€t

None required 5 feet
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and residence shall be equipped with solid wood doors not
less than 13l, inches (35 mm) in thickness, solid or honey-
comb-core steel doors not less than 13/B inches (35 mm)
thick, or 20-minute flre-rated doors.

R302.5.2 Duct penehâtion. Ducts in the garage and ducts
penetrating the walls or ceilings separating the dwelling
ftom the garage shall be constructed of a minimum No. 26
gage (0.48 mm) sheet steel or other approved mateljal aÛd

sha1l have no openings into the garage.

R302.5,3 Other penetrations. Penetrations through the

required by Section R302.11, Item 4.

R302.6 Dwelling/garage fire separation. The garage shall
be separated as required by Table R302.6. Openings in
garage walls shall comply with Section R302.5. This provi-
sion does not apply to garage walls that are perpendicular to
the adjacerú dwelling unit wall.

R302.7 Under-ståir protection, Enclosed accessible space

under stairs sball have walls, under-stair surface and any sof-
fits protected on the enclosed side with l/r-inch (12.7 mm)
gypsum board.

R302.8 Foam plastics. For requirements for foam plastics

see Section R316.

R302.9 Flame spreåd index and smoke-developed index
for wall and ceiling finishes. Flame spread and smoke index
for wall and ceiling finishes shall be in accordance with Sec-

tions R302.9.1 lbrough R302.9.4.

R302,9.1 Flane spread index. Wall and ceiling finishes
shall have a flame spread index of not greater than 200.

Exception: Flame spread index requiremeDts for f,in-

ishes shall not apply to trim defined as picture molds,
chair rails, baseboa¡ds a¡d handrails: to doors and win-
dows or their frames; or to materials that are less than r/r,

inch (0.91 mm) in thickness cemented to the surface of
walls or ceilings if these materials exhibit flame spread

index values no greater than those of pape¡ of this thick-
ness cemented to a noncombustible backing.

R302.9.2 Smoke-developed index. lVall and ceiling fin-
ishes shall have a smoke-developed index of not greater

tha¡ 450.

R302.9,3 Testing. Tests shall be made in accordance with
ASTM E 84 or LIL 723.

BUILDING PLANNING

R302.9.4 Alternative t€st method. As an altemative to
having a flame spread index of not greater than 200 and a
smoke-developed index of not greater than 450 when
tested in accordance with ASTM E 84 or W723,wa11and
ceiling finishes shall be permitted to be tested in accor-
dance with NFPA 286. Materials tested in accordance with
NFPA 286 shall meet the follo'x¡ng criteria:

The interio¡ finish shall comply with the followiog:

1. During the 40 kW exposure, flames shall not
spread to the ceiling.

2. The flame shall not spread to the outer
of the sample on any wall or ceiling.

3. Flashover, as defined in NFPA 286, shall not
occur.

4. The peak heat release rate throughout the test

shall not exceed 800 k\V.

5. The total smoke released throughout the test shall
not exceed 1,000 m2.

R302.10 Flame spread index and smoke-developed index
for insulation. Flame spread and smoke-developed index for
insulation shall be in accordance with Sections R302.10.i
though R302.10.5.

R302.10.1 Insulation. Insulation materials, including fac-
ings, such as vapor retarders and vapor-permeable mem-
branes installed within floor/ceiling assemblies, roof/
ceiling assemblies, wall assemblies, crawl spaces and

attics sliLall have a flame spread index not to exceed 25
with an accompanying smoke-developed index not to
exceed 450 when tested in accordance with ASTM E 84 or
uL723.

Exceptions:

1. Wïen such materials a-re installed in concealed
spaces, the flame spread index and smoke-devel-
oped index limitations do not apPly to the fac-
ings, provided that the facing is installed in
substantial contact with the unexposed surface of
the ceiling, floor or wall finish.

2. Cellulose loose-fill insulation, which is not spray
applied, complying with the requirernents of Sec-

tion R302.10.3, shall only be required to meet the
smoke-developed index of not more than 450.

, 
i3iäïiå:u" 

insulation shall comply with seci 
I

TABLE R302.6
DWELLING/GARAGE SEPANATION

SEPARATION MATERIAL

j'¡om the residence and attics
{ot less than '/r-inch gypsum board or equivalent applied to the

tarage side

jrom all habitable ¡ooms above the garage {ot less than 5/i-inch Type X gypsun board or equivalent

;t¡ucture(s) suppo¡ting floor/ceiling assemblies used for sepa¡ation
equired by this section

Not less thari '/tinch g)?sum board or equivalent

fa¡ages located less than 3 feet from a dwelling unit on the same lot
Nor less thar r/rinch gypsum board or equivalent applied to the inte-
rior side of exte¡ior walls that are withi[ this area

For SI: 1 inch = 25.4 mm, 1 foot = 304.8 mm.
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R302.10,2 Loose-fill insulation. Loose-hll insulation
materials that cannot be mounted in the ASTM E 84 or UL
723 apparaþrs without a screen or artificial supports shall
comply with the flame spread and smoke-developed linrits
of Secton R302.10.1 when tested in accordance with
CANTLC S102.2.

Exception: Cellulose loose-fill insulation shall not be
required to be tested in accordance with CAN/[]LC
5102.2, provided such insulation complies with the
requi¡ements of Section R302.10.1 and Section
R302.10.3.

R302.10,3 Cellulose loose-fill insulation. Cellulose
loose-fill insulation shall comply with CPSC 16 CFR,
Parts 1209 arad 14O4. Each package of such insulating
material shall be cleaiy labeled in accordance with CPSC
16 CFR, Parts 1209 aîd 1404.

R302.10.4 Exposed attic insulation, All exposed insula-
tion materials installed on attic floors shall have a critical
radiant flux not less than 0.12 watt per square centirneter.

R302.10.5 Testing. Tests for critical radiant flux shall be
made in accordance with ASTM E 970.

Rft02,11 Fireblocking, In combustible construction, fre-
blocking shall be proyided to cut off all concealed draft open-
ings (both vertical and horizontal) and to form an effective
fire barrier between stories, and between a top story and the
foof space.

Fireblocking shall be provided in wood-f¡ame construc-
tion in the following locations:

1. In concealed spaces of stud walls and partitions, includ-
ing furred spaces and parallel rows of studs or stag-
gered studs, as follows:

1.1. Vertically at the ceiling and floor levels.

1.2. Horizonølly at intervals not exceeding 10 feet
(3048 mm).

2. At all interconnections between concealed vertical and
horizontal spaces such as occur at soffits, drop ceilings
and cove ceilings.

3. In concealed spaces between stair saingers at the top
and bottom of the run. Enclosed spaces under stairs
shall comply with Section R302.7.

4. At openings around vents, pipes, ducts, cables and
wircs at ceiling and floor level, with an øpproyed mate-
rial to resist the free passage of flame and products of
combustion. The material frlling this annular space
shall not be required to meet the ASTM E 136 require-
ments.

5. For the fireblocking of chimneys and fireplaces, see
Section R1003.19.

6. Fireblocking of comices of a two-family dwelling is
required at the line of dwelling unít separatiolt.

R302.11.1 Fireblocking materiâls. Except as provided in
Section R302.11, Item 4, fireblocking shall consist of the
following materials.

1. Two-inch (51 mm) norninal lumber.

52

2. Two liicknesses of 1-inch (25.4 mm) nominal lum-
ber with broken lap joints.

3. One thickness of 23L2'irLch (18.3 mm) wood struc-
tural panels with joints backed by 23L2-irrch (L8.3
mm) wood sfuchlal panels.

4. One thickness of 3/.-inch (19.1 mm) particleboard
with joints backed by 3/4-inch (19.1 mm) paficle-
board.

5. One-half-inch (12.7 mm) gypsum board.

6. One-quarter-inch (6.4 mm) cement-based millboa¡d.

7. Batts or blankets of mineral wool or glass fiber or
ofher approted materials installed in such a manner
as to be securely retained in place.

8. Cellulose insulation installed as tested for the spe-
cific application.

R302.11.1.1 Bâtts or blânkets of mineral or glass
fiber. Batts or blankets of mineral or glass fiber or
olher approl)ed nonrigid materials shall be permitted
for compliance with the lO-foot (3048 mm) horizontal
fireblocking in walls constructed using parallel rows of
studs or stâggered studs.

R302.11.1.2 Unfaced fiberglass. Unfaced fiberglass
batt insulation used as fireblocking shall frll the entire
cross section of the wall cayity to a minimurn height of
16 inches (406 mm) measured vertically. rWÏen piping,
conduit or simila¡ obstructions are encountered, the
insulation shall be packed tightly around the obstruc-
tion.

R302.11.1.3 Loose-lill insulation material. Loose-frll
insulation material shall not be ùsed as a fireblock
unless specifically tested in the form and manner
intended fo¡ use to demonstrate its ability to remain in
place and to retard the sFead of fire and hot gases.

R302,11.2 Fireblocking integrity. The integrity of all
h¡eblocks shall be maintained.

R302,12 Draftstopping, In combustible construction where
there is usable space both above and below the concealed
space of a floor/ceiling assembly, draftstops shall be installed
so that the area of the concealed'space does not exceed 1,000
square feet (92.9 rrh. Draftstopping shall divide the con-
cealed space into approximately equal areas. Where the
assembly is enclosed by a floor membrane above and a ceil-
ing membrane below, draftstopping shall be provided in
floor/ceiling assemblies under the following circumstances:

1. Ceiling is suspended under the floor framing.

2. Floor framing is constructed of auss-type open-web or
perforated members.

R302,12.1 Materials. D¡aftstopping materials shall not be
less than t/z-inch (12.7 :rllrrù gypsum board, 3/r-inch (9.5
mrn) wood structural panels or other approted matenals
adequately suppÒrted. Draftopping shall be installed paral-
lel to the floor framing members unless otherwise
approved by he building fficíal. The integrity of the
draftstops shall be maintained.
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I area is not less than that of a quarter circle with a radius 2. Type II. Handrails with a perirneter greater than

I equal to the required landing width. Whete the stairway 6114 inches (160 mm) shall have a graspable fin-
! ¡ár u straight run, the minimum depth in the direction of ger tecess area on both sides of the profrle. The

I travel shaliUe norless than 36 incheì (gt+ --). fing"t t"""tt shall begin within a distance of 3/n

I Exception: A floor or landing is not requi-red at the top l1*1t-9^Tfl^t*tured 
verticallv from the tallest

I ;iìilrteior mgir, of stalir, in"tuoing stai¡s i¡'ãi Poqol 
t{ the profile a¡d achieve a depth of at

I r:'n"l.tttge. 
irovided a door does oît ,*ingiu;, lîlliunl"îirt"t,itîy:ï'*.tiåÍï1 ffii

R31r.7.7 stairway wârkins surrace. rhe warking surrace [å"#, l;li,ì:î']::îJil:'::: tr*"tli'å.'f"l
of teads and landings of stairways shall be sloped no (45 mm) below the tallest pottion of the þrofile.

ìre d;imutrì widü õf fre ¡ffiidl ú5vé fr-
percent slope).

R311.7.8 Handrails, Handrails shall be FoYided on at
least one side of each continuous run of treads or flight
with four or more risers,

R311.7.8.1 Height. Handrail height, measured vefi-
cally from the sloped plane adjoining the tread nosing,
or hnish surface of ramp slope, shall be not less than 34
inches (864 mm) and not more than 38 inches (965

mrn).

Exceptions:

1. The use of a volute, turnout or stârting easing
shall be allowed over the lowest tread.

2. When handrail frnings or bendings a¡e used to
provide continuous transition between flights,
tËnsitions at winder tleads, the transition ftom
hand¡ail to guardrail, or used at the start of a

flight, the handrail height at the frttings or
bendings shall be permitted to exceed the
maximum height.

R311.7.8.2 Continuity. Handrails for stairways shall
be continuous for the full length of the flight, from a

point directly above the top riser of the flight to a point
dkectly above the lowest riser of the flight. Handrail
ends shall be retumed or shall terminate in newel posts

or safety terminals. Ha¡drails adjacenl to a wall shall
have a space of not less than lt/, inch (38 mm) between
the wall and the handrails.

Exceptions:

1. Handrails shall be permitted to be interupted
by a newel post at the tum.

Rit11.7.8.3 Grip-size. All required handrails shall be of
one of the following types or provide equivalent grasP-

ability.

l. Type I. Handrails with a circula¡ cross section
shit have an outside diameter of at least 1tl4

inches (32 mm) and not geater than 2 inchgs (51

mm). If the hantlrail is not circula¡, it shall have a
perimeter dimension of at least 4 inches (102

mm) and not greater than 6114 inches (160 mm)
with a maximum cross section of dimension of
2rl4 inches (57 mm). Edges shall have a minimum
radius of 0.01 inch (0.25 mm).
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2. The use of a volute, tumout, starting€asing or R311.8.1 Maximum slope. Ramps shall have a maximum
starting newel shall be allowed over the lowest slope of 1 unit vertical iñ 12 units horizontal (8.3-percent
tread. sloþe).

recess shall be 11/4 inches (32 mm) to a maximum
ol23loirches (70 mm). Edges shall have a mini-
mum ¡adius of 0.01 inch (0.25 mm).

R311.7.8.4 Exterior wood/plastic composite hand-
rails. Wooüplastic composite handrails shall comply
with the provisions of Section R507.3.

R311.7.9 trlumination. Al1 staiß shall be provided with
illumination in accordance with Section R303.6.

R311.7.10 Speciâl stâirways, Spinl stairways and bulk-
head enclosure stairways shall comply with all require-
ments of Section R3 1 1 .7 except as specified below.

R311.7.10.1 Spiral stairways. Spiral stairways are

pemitted, provided the minimum clear width at and

below the handrail shall be 26 inches (660 mm) with
each tread having a Tyrinch (190 mm) minimum tread
depth at 12 inches (914 mm) ftom the narrower edge.

All treads shall be identical, and the rise shall be no
more tian 91/, inches (241 mm). A minimum headroom
of 6 feet 6 inèhes (1982 mm) shall be provided.

R311.7.10.2 Bulkheâd enclosure stairways. Stair-
ways serving bulkhead enclosures, not part of the
required building egress, providing access from the out-
side graàe level to the basement shall be exempt ftom
the requi-rements of Sections R3 1 1 .3 and R3 1 1 .7 where
the maximum height from the basement finished fToot
levello grade adjacent to the stai¡way does not exceed

8 feet (2438 mm) and the graÅe level opening to the
stairway is covered by a bulkhead enclosure with
hinged doors or other approvedmeans,

R311.8 Ramps.

Exception: Where it is technically infeasible to comply
because of site constraints, ramps may have a maxi-
mum slope of one unit vertical in eight horizontal
(12.5-percent slope).

R311,8.2 Landings required. A minimum 3-foot-by-3-
foot (9i4 mm by 914 mm) landing shall be provided:

1. At the top and bottom of ramps.

2. W}tere doors opeû onto mmps.

3. Where ramps change direction.
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R311.8.3 Handrails required, Handrails shall be pro-
vided on at least one side of all ramps exceeding a slope of
one unit vertical in 12 units horizontal (8.33-percent
slope).

R311.E,3.1 Height. Handrail height, measured above
the finished surface of the ramp slope, shall be not less
than 34 inches (864 rnrn) and not more than 38 inches
(965 mm).

R311.8.3.2 Grip size. Han&ails on ramps shall comply
witi Section R31 1.7.8.3.

R311.8,3.3 Continuity. Handrails where required on
ramps shall be continuous for the fifl length of the
ramp. Handrail ends shall be retumed or shall terminate
in newel posts or safety terminals. Handrails adjacent
to a wall shall have a space of not less than 11/, inches
(38 rnm) between the wall and the hanclrails.

sEcTtoN R312
GUARDS AND WINDOW FALL PFOTECTION

R312.1 Guards. Guards shall be provided in accordance with
Sections R312.1.1 through R3 I 2. I .4.

R312.1,1 Where required. Guørds shall be located along
open-sided walking surfaces, including staùs, ramps ald
landings, that are located more than 30 inches (762 mm)
measured vertically to the floor or grode below aÍ ar'y
point within 36 inches (914 mm) horizontally to the edge
of the open side. Insect screening shall not be considered
as a guard.

R312.1,2 Height. Requbed guards aL open-sided walking
surfaces, including stairs, porches, balconies or landings,
shall be not less than 36 inches (914 mm) high measured
vertically above the adjaceot walking surface, adjacent
hxed seating or the line connecting the leading edges of
the treads.

Except¡ons:

1. Guards on the open sides of stairs shall have a
height not less than 34 inches (864 mm) mea-
sured vertically from a line comecting the lead-
ing edges of the treads.

2. Where the top of the guard also seryes as a hand-
rail on the open sides of stairs, the top of the
guard shall not be less than 34 inches (864 mm)
and not more than 38 inches (965 mrn) measured
vertically from a line connecting the leading
edges of the treads.

R312.1,3 Opening limitations. Required guards sha)l nol
have openings from the walking surface to the required
guard height which allow passage of a sphere 4 inches
(102 mm) in diameter.

Exceptions:

1. The triangular openings at the open side of stair,
formed by the riser, ûead and bottom rail of a
guard, shall not allow passage of a sphere 6
inches (i53 mm) in diameter.

62

2- Guqrds oî the open side of stairs shâll not have
openings which allow passage of a sphere 43l,
inches (11 i mm) in diameter.

R312.1.4 Exterior woodplastic composite guards.
Woodplastic composite g¿rardi shall comply wjth the pro-
visions of Section R317.4.

R312.2 Window fall protection. Window fall ptotection
shall be provided in accordance with Sections R312.2.1 and
R3r2.2.2.

R312.2.1 Window sills. In dwelling units, where the
opening of an operable wirdow is located rnore than 72
inches (1829 mm) above the finished grade or surface
below, the lowest part of the clear opening of the window
shall be a minimum of 24 inches (610 mm) above the
fininshed floor of the room in which ùe window is
located. Operable sections of windows shall not permit
openings that allo\ry passage of a 4-inch-diameter (102
mm) sphere where such openings are located within 24
inches (610 mm) of the finished floor.

Exceptions:

1. Windows whose openings will not allow a 4-
inch-diameter (102 mm) sphere to pass through
the opening ',vhen the opening is in its largest
opened position.

2. Openings that are provided with window fall pre-
vention deyices that comply with ASTM F 2090.

3. Windows that are provided with window opening
control devices that comply with Section
R312.2.2.

R312.2.2 Window opening control devices. Windovr'
opening control devices shall comply with ASTM F 2090.
The window opening control device, after operation to
release the conÍol device allowing the window to fully
open, shall not reduce the minimum net clear opening area
of the window unit to less than the area required by Sec-
tion R310.1.1.

sEcTtoN R3t3
AUTOMATIC FIRE SPRINKLER SYSTEMS

R313.1 Townhouse automâtic fire sprinkler systems. An
automatic residential fire sprinkler system shall not be
requîed in townhouses.

R313.1.1 Design and installation. Automatic residential
fire sprinkler systems for townhouses shall be designed
and installed in accordance with NFPA 13D, when pro-
vided.

Rl!113.2 One- and two-family dwellings åutomâûc fre sys-
tems. An automatic residential fire sprinkler system shall not
be required in one- arñ two-family dwellings.

R313.2.1 Des¡gn ând installation. Automatic residential
fire sprinkler systems shall be designed and installed in
accorda¡ce with Section P2904 or NFPA i3D.
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SECTION R314
SMOKE ALARMS

R31¿1.1 Snoke detection and notification. All smoke
alarms shall be listed and labeled in accordance with UL 217
and installed ir accordance with the provisions of this code
and the household fire waming equipment provisions of
NFPA 72.

R314.2 Smoke detection systems, Household fire alarm sys-

tems installed in acco¡dance with NFPA 72 that include
smoke alarms, or a combination of smoke detector and audi-

smoke alarms, shall be permitted. The household fire alarm
system shall provide the same level of smoke detection and
alarm as required by this section for smoke alarms. \Vhere a
household fire waming system is installed using a combina-
tion of smoke detector and audible notifrcation device(s), it
shall become a permanent fixture of the occupancy and
owned by the homeowner. The system shall be monitored by
an approved supewising station and be maintained in accor-
dance with NFPA 72.

Exception: Where smoke alarms are provided meeting the
requirements of Section R3 14.4.

R314.3 Location, Smoke alarms shall be installed in the fo1-

lowing locations:

1. In each sleeping room.

2. Outside each separate sleeping area in the immediate
vicinity of the bed¡ooms.

3. On each additional story of lhe dwelling, incfuding
basemenîs aûd habitable attics but not inclùding clawl
spaces and ùninhabitable attics. Itt dwellíngs or dwell-
ing units with split levels and without an intervening
doo¡ between the âdjacent levels, a smoke alarm
installed on the upper level shall suffice for the adjacent
lower level provided that the lower level is less than
one full Jfary below the upper leve1.

R314.3.1 New and existing construction. Every new and
existing dwelling, including one- and two-family dwell-
ings, and every new and existing dwelling unit within a

tow¡house shall be provided with an approved listed
smoke alarm.

R314,4 Power source. Smoke alarms shall receive their pri-
mary power from the building wiring when such wiring is
served from a commercial source, and when primary power is
inteÍupted, shall receive power from a battery. \Viring shall
be permanent and without a disconnecting switch other than
those required for overcurrent protection.

Exceptions:

1. Smoke alarms shall be perrnitted to be battery oper-
ated when installed in buildhgs without commercial
power.

BUILDING PLANNING

2. Hard wiring of smoke alarms in existing areas shall
not be required where the alterations or repairs do
not result in the removal of interior wall or ceiling
finishes exposing the structure, unless there is an

attíc, crawl space or basement zvailable which could
provide access for hard wiring without the removal
of interior finishes.

R314.5 Interconnection. Where more than one smoke alarm
is required to be installed within an individual dwelling unit
in accordance with Section R314.3, the alarm devices shall be

alarm will activate all of the alarms in the individual unit.
Physical interconnection of smoke alarms shall not be
required where listed wieless alarms are installed and al1

alarms sound upon activation of one alarm.

Exception: Interconnection of smoke ala¡ms in existing
areas shall not be required where alteratons or repairs do
not result in removal of interior wall or ceiling frnishes
eKposing the structure, unless there is an attic, crawl space

or basement available which could provide access for
intercon¡ection \ ithout the removal of interior finishes.

SECTION R315
CARBON MONOXIDE ALARMS

R315,1 Carbon monoxide alarms. For new construction, an

approved carbon monoxide alarm shall be installed outside of
each separate sleeping area in the immediate vicinity of the
bedrooms in dwelling units withit which fuel-fued øpplÈ
qnces are installed and in dwelling units that have attached
garages.

R315.2 Carbon monoxide detection systems. Carbon mon-
oxide detection systems that include carbon monoxide detec-
tors and audible notification appliances, instâlled and
maintained in accordance with this section for ca¡bon monox-
ide alarms and NFPA 720, shall be permitted. The ca.rbon

monoxide detectors shall be listed as complying with IIL
2075. Where a household carbon monoxide detection system
is installed, it shall become a permanent flxture of the occu-
pancy, owned by the homeowne¡ and shall be monitored by
an approved supervising station.

Exception: Wlere carbon monoxide ala¡ms e installed
meeting the ¡equirements of Section R315.1, compliance
with Section 315.2 is not required.

R315.3 Where required in existing dwellings' Where work
requiring a permit occttrs in existing dwellings that have
attached garages or in existing dwellings within which fuel-
frred øppliances exist, carbon monoxide alarms shall be pro-
vided in acco¡dance with Section R315.1.

R315.4 Alarm requirements. Single-station carbon monox-
ide alarms shall be listed as complying with UL 2034 and
shall be installed in accordance with this code a¡d the manu-
facturer's installation instructions.

+
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sEcTroN R316
FOAM PLASTIC

R316.1 General. The provisions of this section shall govertr
the materials, design, application, construction and installa-
tion of foam plastic materials,

R316.2 Labeling and ident¡ficâtion. Packages and contain-
ers of foam plastic insulation and foam plastic insulation
components delivered to tlìe job site shall bear the label of a¡
approved agency showing the manufacturer's name, the
product listing, product identification and itrformation suffi-
cient to determine that the end use will comply with the
requirements.

R3t 6.3 Surface burning cbafâcteristirs. Unless otherwise
allowed in Section R316.5 or R316.6, all foam plastic or
foam plastic cores used as a component in manufactured
assemblies used in building construction shall have a flame
spread index of not more than 75 and shall have a smoke-
developed index of not more than 450 when tested in the
maximum thickness intended for use in accordance with
ASTM E 84 ot W 723. Loose-fill-O?e foam plastic insula-
tion shall be tested as board stock for the flame spread index
and smoke-developed index.

Exception: Foam plastic insulation more than 4 inches
(102 mm) thick shall have a maximum flame spread index
of 75 and a smoke-developed index of 450 where tested at
a minimum thicloess of 4 inches (102 mm), provided the
end use is approved in accorda¡ce with Section R316.6
using the thickness and density intended for use.

R31ó,4 Thermal barrier. Unless otherwise allowed in Sec-
tion R316.5 or Section R316.6, foam plastic shall be sepa-
rated from the interior of a building by an approved thermal
barrier of minimum ll2inch (12.7 rttÍt) gypsum wallboarcl or
a material that is tested in accordance with a¡d meets the
acceptance criteria of both the Temperature Transmission
Fire Test and the Integrity Ftue Test of NFPA 275.

R316.5 Specific requirements. The following requirements
shall apply to these uses of foam plastic unless specifically
approyed it accotdance with Section R316.6 or by other sec-
tions of the code or Î¡e requirements of Sections R3i6.2
through R316.4 have been met.

R316.5.1 Masonry or concrete construction. The ther-
mal barrier specified in Section R316.4 is not required in a
masonry or concrete wall, floor or roof when the foam
plastic insulation is separated ftom the interior of the
buildhg by a rninimum l-inch (25 mm) thickness of
masoffy or concrete,

R316.5,2 Roofing. The thermal barrier specifred in Sec-
tion R316.4 is not required when the foam plastic in a roof
assembly or under a ¡oof covering is installed in accor-

dance with the code and the manufacturer's installation {
instructions and is separated ftom the interior of the build- \
ing by tongue-a¡d-groove wood plalks or wood structural
panel sheathing in accordance with Section R803, not less
than '5lr, ìnch (11.9 mm) thick bonded with exterior glue
a¡d identifred as Exposure 1, with edges supported by
blocking or tongue-and-groove joints or an equivalent
material. The smoke-developed index for roof applcations
shall not be limited.

R316,5.3 Attics. The thermal barrier specified in Section
R316.4 is not required where all of the following apply:

1. Atfic access is required by Section R807.1.

2. The space is entered only for purposes of repairs or
maintenance.

3. The foam plastic insulation is p¡otected against igni-
tion using one of the following ignition ba¡rier mate-
¡ials:

3.1. 1tlr-inch-thick (38 mm) mineral fiber insula-
tion;

3.2. 1/4:inch{hick (6.4 mm) wood sauch¡ral pan-
els;

3.3. 3/E-inch (9.5 mm) particleboard;

3-4. t/4-tnch (6.4 mm) hardboard;

3.5. 3/8-inch (9.5 mm) gypsum board; or I ^

3.6. Cor¡osion-resistant steel having a base metål I
thickness of 0.016 inch (0.406 mm);

3.7. 1'lr-inch-thick (38 mm) cellulose insulation. I
The above ignition barrier is not required where the

foam plastic insulation has been tested in accordance with
Section R3i6.6.

R316.5.4 Crawl spaces. The thermal banier specihed in
Section R316.4 is not required where all of the following
apply:

1. Crawlspace access is required by Section R408.4.

2. Entry is made only fo¡ purposes of repairs or main-
tenance.

3. The foam plastic insulation is protected against igni-
tion using one of the follov¡ing ignition ba¡rier mate-
rials:

3.1. lrlr-inch-thick (38 mm) mineral fiber insula-
tion;

3.2. 1/4-inch-thick (6.4 mrn) wood structural pan-
els;
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R406.4 Precast concrete foundation system dampproof-
ing. Except where required by Section R406.2 to be water-
proofed, precast concrete foundation walls enclosing
habiøble or useable spaces located below grade shall be
dampproofed in accordance with Section R406.1.

R406.4.1 Panel joints s€aled. Precast concrete foundation
panel joints shall be sealed full height with a sealant meet-
ing ASTM C 920, Type S or M, Grqde NS, Class 25, Use
NT, M o¡ A. Joint sealant shall be installed in accordance
wi*ì the manufacturer's installation instructions.

FOUNDATIONS

openings shall be covered for their height and width with any
of the following materials provided that the least dimension
of the covering shall not exceed r/¡ ¡nch (6.4 mm):

1. Perforated sheet metal plates not less than 0.070 inch
(1.8 mm) thick.

2. Expanded sheet metal plates not less tha¡ 0.047 inch
(1.2 mrn) thick.

3. Cast-iron grill or grating.

4. Extruded load-bearing brick vents.

sEcÏoN R407
COLUMNS

R407.1 Wood column protection, Wood columns shall be
protected against decay as set forth in Section R317.

R407.2 Steel column protection. All surfaces (inside and
outside) of steel columns shall be given a shop coat of rust-
inhibitive paint, except for conosion-resistant steel and steel
treated with coatings to provide corrosion resistance.

R407.3 Structural requirements. The columns shall be

reshained to prevent lateral displacement at the bottom end.

Wood columns shall not be less in nominal size than 4 inches
by 4 inches (102 mrn by 102 mm). Steel columns shall not be
less than 3-inch-diameter (76 mm) Schedule 40 pipe manu-
facn¡red in accordance with ASTM A 53 Grade B or
approved eqttjvalerl.L

Exception: In Seismic Design Categories A, B and C, col-
uÍms no more than 48 inches (1219 mm) in height on a
pier or footing are exempt from the bottom end lateral dis-
placement requirement within under-floor areas enclosed
by a continuous foundation.

sEcTloN R408
UNDER-FLOOR SPACE

R408.1 Ventilation. The under-floor space betÏveen the bot-
tom of the floor joists and the ea¡th under any building
(except space occupiedby a basement) shall have ventilation
openings tbrough foundation walls or exterior walls. The
minimum net area of ventilation openings shall not be less

than 1 square foot (0.0929 m'1) for each 150 square feet (14
m2) of under-floor space area, unless the ground surface is
covered by a Class 1 vapor retarder material. When a Class 1

vapor retarder material is used, the minimum net area of ven-

tilation openings shall not be less than 1 square foot (0.0929

m2) for each i,500 square feet (140 nf) of under-floor space

a¡ea. One such ventilating opening shall be within 3 feet (914

mrn) of each corner of the building.

R408.2 Openings for under-floor ventilation. The mini-
mum net areâ of ventilation openings shall not be less thân 1

square foot (0.0929 m2) fo¡ each 150 square feet (14 m'?) of
under-floor a¡ea. One ventilation opening shall be within 3

feet (915 mm) of each comer of the building. Ventilation

heavie¡.

6. Cor¡osion-resistant wi¡e mesh, with the least dimension
being '/s inch (3.2 mm) thick.

Exception: The total area of ventilation openings shall be
permitted to be reduced to r/r,5oo of the under-floor area

where the gfound surface is covered wilh atr approved
Class I vapor retarder material and the required openings
are placed to provide cross ventilation of the space. The
installation of operable louvers shall not be prohibited.

R40E.3 Unvented crawl space' Ventilation openings in
under-floor spaces specifred in Sections R408.1 and R408.2
shall not be required where:

l. Exposed earth is covered with a continuous Class I ¡
vapor retarder. Joints of the vapor retarder shall overlap I
by 6 inches ( 152 mm) a¡d shall be sealed or taped. The I
eãges ofthe vapor retarder shall extend at least 6 inches I
(152 mm) up the stem wall a¡d shall be attached ald I
sealed to the stem wall or insulation: and I

2. The unvented crawl space is provided with a mechani- .
ca1 exhaust and supply air system. The mechanical .
exhaust rate shall be not less than 0.02 cfm per squa¡e o

foot (0.00001 m3/s r m'¡ of horizontal at u -a tnAt Ue !
automatically controlled to operate when the relative .
humidity in the space served exceeds 60 percent: alter- .
natively, for crawl spaces, the mechanical exhaust shall ?
be autómatically controlled to operate when the abso- :
lute moistue content of the outside air is less than or o
equal to the moistule content in the served space but o
shall not operate when the outside tempe¡ahrre is below :
32"F (0"C). .

R408.3.1 Supply air. The use of a c¡awl space for a sup- .
ply air plenum is prohibited. '

R408.4 Access. Access shall be provided to all under-floor '
spaces. Access openings through the floor shall be a mini-
mum of 18 inches by 24 inches (457 mm by 610 mm). Open-
ings through a perimeter wall shall be not less than 16 inches
by 24 inches (407 mm by 610 mm). When any portion of the
through-wall access is below grade, an teaway not less than
16 inches by 24 inches (407 mm by 610 mm) shall be P¡o-
vided. The bottom of the areaway shall be below the thresh-
old of the access opening. Through wall access openings shall
not be located under a door to the residence. See Section
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M1305.1.4 fo¡ access requirements where mechanical equip-
nrer¡t is located under floors.

R408.5 Removal of debris. The under-floor grød¿ shall be
cleaned of all vegetation and organic material. All wood
forms used for placing conqete shall be removed before a
building is occupied or used for any pu4)ose. All construction
matedals shall be removed before a building is occupied or
used for any purpose.

R40E,6 finished grade. The finished grade of under-floor
surface may be located at the bottom of the footings; how-
ever, where there is evidence that the gloundwater table can
rise to within 6 inches (152 mm) of the finished floor at the
building perimeter or whe¡e there is evidence Îåat the surface
water does not readily drain from the bulTdtrJ.g site, the grqde
in the under-floor space shall be as high as the outside fin-
ished grøde, unless an approved drainage system is provided.

R408,7 Flood resistance. For buildings located in flood haz-
ard areas as established in Table R30i.2(1):

1. Vy'alls enclosing the under-floor space shall be provided
with flood openings in accordance with Section
R322.2.2.

2. The finished g¡ound level of the under-floor space shall
be equal to or higher than the outside finished ground
level on at least one side.

Exception: Under-floor spaces that meet the tequire-
MENIS Of FEMA/FIA TB IT-T.
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Pa rt lV-Energy C o n servati o n

CHAPTER 11 [RE]

ENERGY EFFICIENCY

*
* Chqpter It ¿lel¿ted in iß ent¡ret!. Refet ta the Atkonsas Energy Code.

Teat cont¡nues on pdge 493.
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Part V-Mechanical

CHAPTER 12

MECHANICAL ADMINISTRATION

*-
* Chapte¡ 12 deleted ún ìls enti¡et!. Reler to lhe A¡kønsøs Slafe Mechnnì¿øl Code.

CHAPTER 13

GENERAL MECHANICAL SYSTEM REQUIREMENTS

Chtpter 13 deleted ín ¡rÃ entirery' ReÍer to the Arkansas State Mechanìcal Code.

CHAPTER 14

HEATING AND COOLING EQUIPMENT AND APPLIANCES

Chapte¡ 14 del¿te.l ¡n ifs entìretf. ReÍet to the Arkansøs Stúte MechanícøI Code.

CHAPTER 15

EXHAUST SYSTEMS

Chøpter 15 ileleteil ìn ¡Ís ent¡rely, Refet tu the Atkansas Stale Mechønìcal Code.

CHAPTER 16

DUCT SYSTEMS

ChÚpteì 16 delø,e¡t in its entbel!. Reler to the Arkansø| St&te Mechanì¿al Code.

CHAPTER 17

COMBUSTION AIR

Ch.øptet 17 deleaed in íts ent¡ret!, ReÍer to the Arkar.sqs State Mechtnbøl Code.

*
*



CHAPTER 18

CHIMNEYS AND VENTS

Chøptet 18 .leleted ¡n its ent¡rett. Refer ttt the Ark4nsas State Mechønical Co.le.

CHAPTER 19

SPECIAL APPLIANCES, EQUIPMENT AND SYSTEMS

Choptet 19 deleted ¡n íts enthet!. ReÍer to the Arkønsas State Mechanbøt Code.

CHAPTER 20

BOILERS AND WATER HEATERS

Chøptet 20 deleted in its entiÌety. ReÍet to ihe Arkûnsas State Mech4nbal Code.

CHAPTER 21

HYDRONIC PIPING

Chapter 21 deloteil ìn ìts ent¡ret!. ReÍer to the A¡kansqs Støte Mechanìcal Code.

CHAPTER 22

SPECIAL PIPING AND STORAGE SYSTEMS

Chapler 22 d,elzteil in ¡ts ent¡rett. Refer to the A¡kansas State Mechanìcal Code.

CHAPTER 23

SOLAR ENERGY SYSTEMS

Chøptet 2j deleted ¡n its entbet!. ReÍer to the Aúonsq.s Stale Mechani¿øl Co.le.

Tert continues on page 533.
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Part VI-Fuel Gas

CHAPTER 24

FUEL GAS

Chapter 24 dcleted in ifs entiret!. Refer b the Arkansqt State Gas Code'

Tefi cont¡nues on page 613.
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Part Vll-Plumbing

CHAPTER 25

ï PLUMBINc ADMIN¡srRATIoN.

*
* Chapte¡ 25 dcletetl ìtt ils ent¡retJ. Refer to the Arkø,nsøs Slo,te Plumbing Code,

CHAPTER 26

GENERAL PLUMBING REQUIREMENTS

Chapter 26 ileleteil ìn ¡ts entïet!, ReÍet to the Arktnsas State Plumbing Code.

CHAPTER 27

PLUMBING F¡XTURES

Chøptet 27 deleted in ifs entiret!. Refet b the A¡kansøs Støfe Plumbìng Code'

CHAPTER 28

WATER HEATERS

Chøpter 28 deleúed in ìls ent¡ret!. ReÍer to the AÌkønsal Stote Plumbìng Code.

CHAPTER 29

WATER SUPPLY AND DISTRIBUTION

Chapter 29 deleted ìn ìls entì.ret!, ReÍer to the A*..tnsq's State Plumbíng Code.

CHAPTER 30

SANITARY DRAINAGE

Chapter 30 deleted in ifs entìret!' Refer to the Arkúnsas State Plumbíng Cod.e.
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CHAPTER 3I

VENTS

Chøpter 31 deleted in ¿ús ent¡retf. ReÍer to the Arkorsøs State Pl mbing Coite,

CHAPTER 32

TRAPS

Chøpter 32 deleted ín ¡ß ent¡¡et!, ReÍet to the Arknnsas Stqfe P.lrmb¡ng Co.Ic.

CHAPTER 33

STORM DRAINAGE

Chapter 33 deleted in ¡ts entí¡et!. Refer to the Arknnset StøÍe Plamb¡ng Co.le,

Text contínues on pøge 675.



Part Vlll-Electrical

CHAPTER 34

GENERAL REQUIREMENTS

Chapter 34 deleted ín ìts enti¡et!. ReÍeÌ to the Arkansøs (Nat¡onøl) Electrìaal Code.

CHAPTER 35

ELECTRICAL DEFINITIONS

Chøptet 35 ¡lelate¡l ìn ìls entìrely. Refet to th¿ Arknnsas (Nøtìonal) Electrì¿al Code'

CHAPTER 36

SERVICES

Chapter 36 .letete¡l in iß entì.ret!, Refer b the Aúansøs (Natìonal) E ectriral Code.

CHAPTER 37

BRANCH CIRCUIT AND FEEDER REQUIREMENTS

Chapter 37 deteted in its enaiÌet!, Reler to the Arkansos (Nøtíanal) Eleclrirøl Code.

CHAPTER 38

WIRING METHODS

Chapter 38 tleleteil ín ¡ls enú¿rery. Refer to the Arkansøs (Nøtìanøl) Elzctr¡aal Code.

CHAPTER 39

POWER AND LIGHTING DISTRIBUTION

Chapter j9 delateil ìn ¡18 enti.ret!. Refer to lhe Arkqnset (Nat¡anal) Electrícal Code.

CHAPTER 40

DEVICES AND LUMINAIRES
*
* Cnopru 40 deleted in íts enti.reú!. Refet to the Arkl,nsøs (Naúíonal) Etecúricat Code.
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CLASS 2 REMOTE.CONTROL, SIGNALING AND
POWER.LIMITED CIRCUITS

Chapt¿r 43 deleted ín its entiret!. Reler to the Arkansss (Nat¡tnttl) Êlccbitql Co¡te,

CHAPTER 41

APPLIANCE INSTALLATION

Chaptet 41 deleted in its entiret\, Refer to the Aùønsas (Nationat) Et¿ctrí¿al Code.

CHAPTER 42

SWIMMING POOLS

Chøpt¿r 42 deleted. in its entiÌetf. Refer to the Arkansas (Nøtional) Electrícat Code.

CHAPTER 43

Text contínues on page 761.
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APPENDIX A

SIZING AND CAPACITIES OF GAS PIPING

*
* Appendir A deteted ín iß entiret!.

APPENDIX B

etTtÀrr1 fltr rrtrÀlrrl\rê cvcTtrn,rQ ctrÞtflNê ÂÞÞt t^Nntrq trôl llÞÞtrn
WITH DRAFT HOODS, CATEGORY IAPPL¡ANCES, AND
APPLIANCES LISTED FOR USE WITH TYPE B VENTS

Appendix B delzted in ¡ls ent et!,

APPENDIX C

EXIT TERMINALS OF MECHANICAL DRAFT AND DIRECT.VENT
VENTING SYSTEMS

Appendit C del¿ted in ¡ts entírely.

APPENDIX D

RECOMMENDED PROCEDURE FOR SAFETY INSPECTION OF AN
EXISTING APPLIANCE INSTALLATION

Appendit D deleted ín ¡ts entì.ret!.

APPENDIX E

MANUFACTURED HOUSING USED AS DWELLINGS

þpendix E deleted ìn ìß ent¡.reU.

APPENDIX F

RADON CONTROL METHODS

Appendix F deleted in ífs ent¡rely.

*
*

*
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APPENDIX G

SWIMMING POOLS, SPAS AND HOT TUBS

þpendí.x G deleted in ìß entirct!.

APPENDIX H

PATIO COVERS

Append¡t II deleted ìn ìß ent¡rcty.

APPENDIX I

PRIVATE SEWAGE DISPOSAL

Append¡x I deleted in iús ent¡Ìet!.

APPENDIX J

EXISTING BUILDINGS AND STRUCTURES

Appendii I deleted ìn ¡ls entírety.

APPENDIX K

SOUND TRANSMISSION

Append.ír K delated in iß erì,iretf,

APPENDIX L

PERMIT FEES

App;ndix L delete.l in ìts entircty.

APPENDIX M

HOME DAY CARE-R-3 OCCUPANCY
*,
*lAppendiÌ M deleted in its entùeú!.



APPENDIX A

, APPENDIX N

r/trNTINfì II,IFTI{ôfIS

*
* Appen¿lír N deleted in its entbet!"

APPENDIX O

^ 
r rr^f,r ^Ttrr ItEutf\t tt ,r El ¡.! 

^TEê

Appendìx O delzted in ¡ls entiret!.

APPENDIX P

SIZING OF WATER PIPING SYSTEM

Apperul¡x P deleted ¡n ils entírety.

APPEND¡X Q

ICC INTERNATIONAL RESIDENTIAL CODE ELECTRICAL
PROVISIONS/NATIONAL ELECTRICAL CODE CROSS REFERENCE

Append¡i Q deleted in ils entiret!.

Text continues on page 891

*
*

*
*
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